GENERATOR PROJECT

PINEHURST, N.C.

MARCH 2016
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MOORE COUNTY PUBLIC WORKS DEPARTMENT

www.moorecountync.gov

5227 HWY 15-501

P.0. BOX 1927
CARTHAGE, NC 28327

(910) 947-6315

CALL BEFORE YOU DIG!
NC ONE CALL CENTER

811 or 1-800-632-4949
CALL THREE DAYS

BEFORE DIGGING




NEW PANEL
EXISTING PANEL
|
i
NEW |
it 200 AMP |
1"X6” TREATED FUSED oN
OFF
WOOD (TYP.) [T)Holgg\la_VE i BTG
TRANSFER MRS
SWITCH
EXISTING
BREAKER
PANEL
MOUNT NEW GENERATOR —_ ¢ ¢z ¢ c1 é
PLUG ON NEW WOOD | 2
PANEL |
4"X4” TREATED 4‘
’/_wooo (TYP.) e
TELEPHONE
BOX
NEW PANEL (REAR)
pm———
CONDUIT SCHEDULE
NUMBER DESCRIPTION
C1 3-3/0, 1-3/0N, 2"C
c2 4-3/0, 1-#6G, 2"C
c3 3-3/0, 1-3/0N, 2"C
NOTE:
1) 240 VOLT, 3 PHASE, 4 WIRE SERVICE
2) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD Suer i Sl S
\\——*_ L__J/ e || _—
COPPER CLAMP / K\ C1 g
NEW 5/8” DIAMETER X 10’ /
COPPERCLAD GROUND ROD
\ e J
CONNECT NEW GROUNDING \_ )

ELECTRODE TO STATION

LIFT STATION 16—1

REPLACE EXISTING
TRANSFER SWITCH
WITH NEW TRANSFER
SWITCH

C1

OFF
ON

NEW 200
AMP FUSED
DOUBLE
THROW
TRANSFER
SWITCH

C3

MOUNT NEW GENERATOR
PLUG ON WOOD PANEL \

O

" 4
. _..,,.‘.‘ "1 5
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X
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B-L
LS

09738

EXISTING
PANEL

C2

CONDUIT SCHEDULE
NUMBER DESCRIPTION
C1 3-3/0, 1-3/0N, 2"C
Cc2 4-3/0, 1—#6G, 2"C
C3 3-3/0, 1-3/0N, 2"C
NOTES:

1) 208 VOLT, 3 PHASE, 4 WIRE SERVICE

1) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD

2) CONNECT GROUND TO EXISTING GROUNDING ROD

LIFT STATION PW-—4
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EXTERIOR
BREAKER
PANEL

INSIDE BREAKER PANEL

WIRE COMES THROUGH WALL.
EXTEND CONDUIT AND WIRE

OVER TO TROUGH. CONNECT
NEW WIRE TO BUS.

CUT HOLE
IN WALL

ON

200 AMP o

FUSED
DOUBLE
THROW
TRANSFER
SWITCH

C2
THROUGH
WALL

C3

COPPER CLAMP \
CONNECT NEW GROUNDING/_—/FH‘

ELECTRODE TO STATION /
NEW 5/8” DIAMETER X 10’

COPPERCLAD GROUND ROD

LIFT STATION 14-5

EXISTING
METER

C1

\__MOUNT GENERATOR

PLUG ON WALL

OUTSIDE

EXISTING
TELE=
PHONE
BOX

l

CONDUIT SCHEDULE
NUMBER DESCRIPTION
o 3-3/0, 1-3/0N, 2"C
Cc2 4-3/0, 1-#6G, 2"C
Cc3 3-3/0, 1-3/0G, 2"C
NOTE:

1) 240 VOLT, 3 PHASE, 4 WIRE SERVICE
2) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD

BUILDING

MOORE COUNTY PUBLIC WORKS
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REMOVE EXISTING
BOXES

B o S

i A

NEW 200 AMP
DOUBLE THROW _\

TRANSFER SWITCH \

MOUNT GENERATOR
PLUG ON EXISTING \
PANEL

C2

EXISTING

METER S S
i o
L—

C1

e

EXISTING
TELE~
PHONE
BOX

LW

CONNECT EXISTING
CONDUIT TO NEW
DISCONNECT. CONNECT
EXISTING #3 WIRES TO
DISCONNECT.

Ve

CONDUIT SCHEDULE
NUMBER DESCRIPTION
C1 3~3, 1-3N, 2°C
C2 a3, 1=36, 2°C
NOTES:

1) 240 VOLT, 3 PHASE, 4 WIRE SERVICE
2) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD
3) CONNECT GROUND TO EXISTING GROUNDING ROD

LIFT STATION 3—23

EXISTING
METER

@)

C1

ON
OFF
ON

EXISTING
DOUBLE
THROW
TRANSFER
SWITCH

-

/1

MOUNT GENERATOR
PLUG ON EXISTING
PANEL

/4
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CONDUIT SCHEDULE

NUMBER DESCRIPTION

C1 3-3/0, 1-3/0G, 2°C

LIFT STATION 172
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C1 FROM METER
TO NEW MTS

EXISTING
METER

= | 0078315

EXISTING
BREAKER
BOX

C2
C1

C2 FROM NEW MTS
TO EXISTING
BREAKER PANEL

EXISTING CONTROL
PANEL

LIFT STATION B-1

NEW
200 AMP
FUSED

. DOUBLE
IS
EXISTING PANEL THROW

JLIE

TRANSFER

SWITCH

C1

C1 FROM METER
TO NEW MTS

C2 FROM NEW MTS —

TO EXISTING

BREAKER PANEL

CONDUIT SCHEDULE
NUMBER DESCRIPTION
C1 3-3/0, 1-3/0N, 2"C
c2 4-3/0, 1-#6G, 2"C
C3 3-3/0, 1-3/0G, 2"C
NOTES:

C3

C2

1) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD
2) CONNECT GROUND TO EXISTING GROUNDING ROD

MOUNT NEW GENERATOR
PLUG ON WOOD PANEL
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EXISTING
METER

el

MOUNT GENERATOR
PLUG ON EXISTING
PANEL

I;

EXISTING
DOUBLE
THROW
TRANSFER
SWITCH

29 ¢

INSTALL NEW 1”X6" TREATED
WOOD SO GENERATOR PLUG
CAN BE MOUNTED

==
U
CONDUIT SCHEDULE
NUMBER DESCRIPTION
C1 3-3, 1-36, 2°C
NOTES:

1) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD
2) CONNECT GROUND TO EXISTING GROUNDING ROD

LIF | STATHON 1b6~=2

MOUNT GENERATOR
PLUG ON EXISTING
PANEL

EXISTING
METER

e

EXISTING
DOUBLE
THROW
TRANSFER
SWITCH

C1

ON
OFF
ON

LIFT

CONDUIT SCHEDULE

NUMBER DESCRIPTION
C1 3-3, 1-3G, 2°C
NOTES:

1) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD
2) CONNECT GROUND TO EXISTING GROUNDING ROD

STATION 1/7-3
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MAR., 2016

DATE

DESIGNED BY: LM Il
CADD BY: LSD

LIFT STATION 16-2

REVISIONS

LIFT STATION 17-3

DESCRIPTION

BY

DATE

NO.

SHEET
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PUT TRANSFER /

SWITCH ON

NEW 200
AMP FUSED
DOUBLE
THROW
TRANSFER
SWITCH

C1

FRONT WALL

_/ i

C4 THROUGH WALL O
MOUNT GENERATOR/

PLUG ON WALL

COPPER CLAMP

CONNECT NEW GROUNDING
ELECTRODE TO STATION

NEW 5/8" DIAMETER X 10’
COPPERCLAD GROUND ROD

v

OUTSIDE BUILDING

90" BEND

EXISTING |

| TELE~
PHONE
BOX

ELIMINATE CONDUIT
AND WIRE

MOORE COUNTY PUBLIC WORKS

P.O. BOX 1927

5227 HWY 15-501
CARTHAGE, NC 28327

WWWw.moorecountync.gov

(910) 947-6315

gg A

CONDUIT SCHEDULE
NUMBER DESCRIPTION
C1 3-3/0, 1-3/0N, 2°C
Cc2 4-3/0, 1—46, 2"C
C3 3-3/0, 1-3/0, 2°C
NOTE:

SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD

INSIDE BREAKER PANEL

GENERATOR PROJECT
MOORE COUNTY, NC
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LIFT STATION 15-—2

DESCRIPTION

BY

LIFT STATION 15-2
REVISIONS

DATE

NO.

SHEET
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EXISTING CONNECT NEW WIRES TO

o METER EXISTING TERMINALS RELOCATE EXISTING
i WIRE INTO EXISTING
iﬁ% ON CONDUIT
FUSED ;
DOUBLE
THROW
TRANSFER e T C2
‘\\ .
vV o \”" ’

SWITCH

' r‘ 2 o WIRE COMES THROUGH
c3 { WALL. EXTEND CONDUIT
EXISTING

AND WIRE OVER TO
TELE~ EXISTING BREAKER BOX.
PHONE WIRE \J

K = T,

MOUNT GENERATOR 4/

|
|
|
L )
vPleLi(L; ON BLOCK |

GENERATOR PROJECT
MOORE COUNTY, NC

RELOCATE EXISTING \ =
TELEPHONE BOX O s
\ SS
N -
<> 0
| e @Y
™~—PLUG HOLE < 0 ..
COPPER CLAMP IN WALL s ; E
\ HECH=
CONDUIT SCHEDULE E « -
NUMBER DESCRIPTION 00 S
CONNECT NEW GROUNDING/ 3 e B
ELECTRODE TO STATION / L Ao3/0 Tt A
c3 | 3-3/0, 1-3/0G, 2°C
NEW 5/8” DIAMETER X 10’ <|r
COPPERCLAD GROUND ROD U 8 < z
NOTE: s 2
1) 208 VOLT, 3 PHASE 4 WIRE SERVICE - =
2) SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD o) 23
- o
=
OUTSIDE BUILDING INSIDE BREAKER PANEL b 5
LL. o
= |
o
LIFT STATION 14—4 =

SHEET

O
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WV > NN WD
v OO &N N
WL O M m
e o h = RO
NEW WOOD PANEL O M 6( Ly e
.
3 = g mZ D
=3 . -
2 aToNS
0 - N -
o N -
- O un o
a £ o
- - <
ON t ; @)
£ 3
= < 3
NEW S
EXISTING 200 AMP
METER FUSED EXISTNG PANEL o
DOUBLE CENTRAL SECURITY Q
THROW EXISTING
TRANSFER BREAKER wl
SWITCH BOX -
a&: C4 C6 0
e A O
3 =
EXISTING
TELEPHONE
BOX
—
e
EXISTING
SIGN
NOTE:
ALL BOXES AND SIGNS SHALL
BE RELOCATED TO NEW WOOD C1 c5
PANEL.
L
COPPER CLAMP

JUNCTION BOX TO
CONNECT EXISTING
SERVICES WIRE TO C1

CONNECT NEW GROUNDING

/1 EXISTING \ ELECTRODE TO STATION
METER
| | NEW 5/8” DIAMETER X 10’

GENERATOR PROJECT
MOORE COUNTY, NC

e COPPERCLAD GROUND ROD
/
|
Q00
[ 1 NEW WOOD
PANEL
—_— g‘
EXISTING
PANEL PANEL
BOX -
7| —
i s ©
| -
O -
CONDUIT SCHEDULE ~N - a
- >
NUMBER DESCRIPTION o o ﬂ
” < o [ ]
o SRR o"o C1 3-3, 1-3G, 2"C E E 5
_W. , C2 3.3 1-36, 2°C L 9 o
C3 3-3, 1-3G, 2°C E m 2
aNal®
C4 3-3, 1-3G, 2°C
C £ | ” NEW
& 3—3, 1-3G, 2°C FENCE
C6 2—-#16, 1/2"C il
! z
o0 o
&
- -
NOTE: O v
SEPARATE THE GROUND AND NEUTRAL AT THE PANEL BOARD et g a
< 2
ol
FENCE DETAIL W o
APPROXIMATELY 40 LF |'— =
L
sl =
a
LIFT STATION 8—1 *
4
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C2

EXISTING
BREAKER
PANEL

INSIDE BREAKER

PANEL

EXISTING
TELEPHONE

EXISTING
METER Co
THROUGH
WALL
el (G2

CONDUIT SCHEDULE

NUMBER DESCRIPTION
C1 2-3/0, 1-3/06, 2°C
02 2-3/0, 1-3/0G, 2°C
C3 2-3/0, 1-3/06, 2°C

Cc2
001
INSTALL PANEL
/_ BY WALL

INSTALL CONDUIT
ALONG WALL
APPROXIMATELY
60 FT.

OUTSIDE BUILDING

LIFT STATION 14—3

NEW PANEL\

200 AMP
FUSED
DOUBLE
THROW
TRANSFER
SWITCH

C1

17X6" TREATED
" woop (TYP.)

ON

MOUNT GL
e //////_

4"X4" TREATED
WOOD (TYP.)
C2

/— COPPER CLAMP

\CONNECT NEW GROUNDING
\NEW 5/8" DIAMETER X 10’

COPPERCLAD GROUND ROD

ELECTRODE TO STATION
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(910) 947-6315

GENERATOR PROJECT
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DATE: MAR.2016
DESIGNED BY: LM Il
CADD BY: LSD

DESCRIPTION

LIFT STATION 14-3
REVISIONS

BY

DATE

NO.

SHEET
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P.O. BOX 1927

CARTHAGE, NC 28327
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FUEL TANK
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\i EXISTING

FORCE

MAIN
EXISTING ——~
GENERATOR

EXISTING CS
SS HOOD

C1

C4
\R2
CS

EXISTING PANEL
STATION TO BE

e 0. DEMOLISHED
RELOCATE —— / C3

EXISTING
DISCONNECT
SWITCHES

GENERATOR PROJECT
MOORE COUNTY, NC

L EXISTING

LIFT C
STATION J

EXISTING EXISTING
PUMP TRANSFORMER

EXISTING —\ HATCH WITH METER

WET WELL
— EXISTING

JUNCTION
BOX

EXISTING FLOATS

C4

DATE: MAR.,2016
DESIGNED BY: LM Il
CADD BY: LSD

EXISTING WET
WELL HATCH

DESCRIPTION

BY

LIFT STATION PW-1
REVISIONS

DATE

NO.

SHEET
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P12: 4412, 2#12G, 1"C

FROM CIRCUIT BREAKER PANEL

WV >H NN W,
W OO NN o
B O mm
e ; h — 0 ©
O € xRN
2£:x98%
NEW LIGHT FIXTURE - 3 (a2 Jp=
b - -
EXISTING O oTxToowo
TRANSFOR - b
MER EXISTING - & ~a © (o)}
A/V 0 LN o« <
ALARM I
i & o R A
P4 P4 o g o
NEW LIGHT SWITCH : <
AND GFI RECEPTACLE t 3 O
WITH WP COVER NEW NEW PUMP S
200 AMP CONTROL Z
BREAKER PANEL BY - 3
(PL/:I\)IEL ?‘IPACILL;FACTURE L TR s
EXISTING EXISTING o] P 200 AMP =
GENERATOR gg&]gf‘ﬁ AQUAVX FS_;"RTCH oN :ﬂ%’i‘ ATIC gﬁﬁgﬂ N,Egg JUNCTION ol
OFF
PANEL (RTU) GENERATOR TRANSFER TOTAL BOX c2 3 Ll
(csv) P3_DISCONNECT P2 | SWITCH P1 | DISCONNECT | o
(GMDS) (ATS) (MDS) @)
NEW ON : NEW ON o
MANUAL OFF MANUAL OFF
P12 PN P11 P10 P8 P9 P7 P10 P9 P8 P7 €2 C3 Cc5 C1 DISCONNECT C2 C3 DISCONNECT 2
SWITCH SWITCH
GENERATOR A HOOD ELECTRICAL EQUIPMENT RACK IN—GROUND LIFT STATION ELECTRICAL
P4: 3§, #IN, #1G, 2"C P4: 34#3/0, #3/O0N, #3/0G, 2"C
P3: 3#3/0, #3/0N, #3/0G, 2"C P2: 3#3/0, #3/0N, #3/06, 2"C P1: 3#3/0, #3/0N, #3/06, 2°C Cl: 3#3/0, #3/ON, #3/06G, 2"C
EXISTING
_ TRANSFORMER
—— S B i 1 i i NEW AUTOMATIC TRANSFER SWITCH NEW MANUAL DISCONNECT SWITCH
NEW CIRCUIT BREAKER PANEL W N ANEL 208Y/120VAC, 3PH, 4W, 200A, 208Y/120VAC, 3PH, 4W, 200A,
EXISTING EXISTING CENTRAL REMOTE TELEMETRY NEMA 4X ENCLOSURE NEMA 4X ENCLOSURE DISCONNECT SWITCH / / P SE RATED
GENERATOR SECURITY UNIT UNIT WITH EX. HOOD 3 POLE, SE RATED 3 POLE, A
(RTU) (LP) (PcpP) (GMDS) NEMA 4X ENCLOSURE NEMA 4X ENCLOSURE UM
(Csu) (ATS) (MDS)
SPD ‘I ) @)
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SYSTEM ONE-LINE DIAGRAM N
¥
&=
S w >
L] z m
w O 0
240Y/277VAC, 3-PHASE, 4—WRE PROVIDE IF CHECKED: FULLY RATED: 22 KAC IE m 2
MAKE: —
PANEL: LP ik MOUNT:  [] FLUSH [ SURFACE [IEQUIPMENT CU GROUND BUS [a = N®
Ui FEED: X ToP X BOTTOM (X SIDES [JGUTTER TAPS [X]SUB-FEED LLGS NEMA TYPE: 4X
WATTS PER PHASE c/8B c/B c/B WATTS PER PHASE i
LOAD SERVER | COND. WIRE TRIP 1ope CKT ABC CKT c/B TRIP WIRE COND. LOAD SERVED I
A B c SIZE SIZE  AMPS NO. NO. | TYPE  amps  SIZE  SIZE . B c B -
' o
1 . 2 1P 15 12 1/2 64 HOOD LIGHT . I~
TYPE 2, 100KA " " " &
SURCE PROTECTION < /4 e = At 4 P 20 12 1/2 250 HOOD RECEPTACLE < 22
DEVICE O o =]
5 | 6 1P 15 12 1/2 50 RTU : 7
>
SPARE ~ - - - - 7 L1 8 1P 15 12 1/2 50 csu 'i: A
SPARE - - - B - n >
9 10 1P 20 12 250 GENERATOR RECEPTACLE 3
1 —
SPARE > - - - - 1 : 12 1P 20 12 250 GENERATOR RECEPTACLE (W w
| g s 2
i w s SUB — TOTAL "B NEUTRAL SUB-TOTAL "A” 114 500 300 225 A. CU BUS
o
SUB-TOTAL "B" 0 0 0 N/A A. MAIN LUGS z
1. PANEL SHALL BE RATED AS SUITABLE FOR USE AS EQUIPMENT (SUSE)
2. SPD MAY BE INTERNAL TO PANEL LP GRAND TOTAL 14 500 300 200, A XN 0B SHEET




NOTES:

1. CONTRACTOR SHALL PROVIDE ALL LABOR , MATERIALS, TOOLS EQUIPMENT, PERMITS, AND
OPERATIONS NECESSARY FOR THE PROPER EXECUTION AND COMPLETION OF ALL ELECTRICAL
WORK INDICATED ON THE DRAWINGS.

2. ALL ELECTRICAL WORK AND MATERIALS SHALL COMPLY WITH THE NEC AND OTHER APPLICABLE
FEDERAL, STATE, AND LOCAL CODES. ALL ELECTRICAL EQUIPMENT SHALL BE LISTED OR LABELED
FOR THE APPLICATION AS REQUIRED BY NORTH CAROLINA STATUTES.

3. ALL DISCONNECT SWITCHES, JUNCTION BOXES, MOTOR CONTROLLERS, AND OTHER EQUIPMENT
REQUIRING ELECTRICAL POWER CONNECTION SHALL BE MARKED WITH VOLTAGE PRESENT, AS
APPROPRIATE TO DESIGNATE 120, 277, 480, 12.470 VOLTS AND SINGLE OR THREE PHASE,

AS APPLICABLE.

4. WIRE SHALL BE STRANDED COPPER WITH TYPE THHN/THWN-—2 600V INSULATION. CONDUCTORS
SHALL BE COLOR CODED BLACK, RED, WHITE, AND GREEN ON 208Y/120 VOLT SYSTEMS, AND

BROWN, ORANGE, YELLOW, AND GREEN ON 480Y/277 VOLT SYSTEMS. A GROUNDING CONDUCTOR
SHALL BE INSTALLED IN EVERY CONDUIT.

S. CONTRACTOR SHALL BE RESPONSIBLE FOR ROUTING ALL CONDUITS. THIS SHALL INCLUDE ALL
CONDUITS INDICATED ON THE ONE-LINES, PLANS, AND PANELS SCHEDULES. ALL CONDUIT SHALL
BE CONCEALED WHERE POSSIBLE.

6. CONTRACTOR SHALL VERIFY ALL EQUIPMENT LOCATIONS CONNECTIONS POINTS PRIOR TO
INSTALLATION.

/7. CONTRACTOR SHALL MEET WITH THE LOCAL FIELD ENGINEER OF THE ELECTRICAL UTILITY TO
COORDINATE THE EXISTING METER CONNECTION REQUIREMENTS. CONTRACTORS SHALL RESPONSIBLE
FOR POWER COMPANY DISCONNECTION SO ELECTRICAL CONNECTION CAN BE MADE.

8. MANUAL DISCONNECT SWITCH (MDS) SHALL BE DOUBLE—THROW SAFETY SWITCH TYPE, HEAVY
DUTY AND HORSEPOWER RATED 250V, 200A, 3—POLE, 4—WIRE, SERVICE ENTRANCE RATED
WITH NEMA 4X ENCLOSURE.

9. LUMINARY IN WEATHER HOOD SHALL BE 4 FOOT FLUORESCENT WITH ENCLOSED FIBERGLASS

HOUSING, WET LABEL LISTED, TWO 32WTB TUBES, AND ELECTRICAL BALLAST. COLUMBIA LUN4-232—-EB8Z120,
LITHONIA DM232—-120GEB10IS, METALUX VT2—-23DR—-120EB81Z—WL OR EQUAL. CONTRACTOR SHALL PROVIDE
AND INSTALL A WEATHERPROOF LIGHT SWITCH FOR CONTROL OF THE LIGHT.

10. PUMP CONTROL PANEL (PCP) SHALL BE PROVIDED BY PUMP MANUFACTURER AND INSTALLED & WIRED
BY THE ELECTRICAL CONTRACTOR. RELAYS SHALL BE LOCATED IN PUMP CONTROL PANEL. PUMP CONTROL
PANEL BREAKER SHALL BE INTERNAL TO PANEL.

11. ALL WIRING FOR FLOAT SWITCHES SHALL BE INTRINSICALLY SAFE

12. ALL SEALOFFS SHALL BE CORDGRIPS

13. LIFT STATION IS CLASSIFIED HAZARDOUS, CLASS 1, DIVISION 1, GROUP D BY NFPA 820. ALL

CONDUITS ENTERING THIS AREA SHALL BE PVC AND PANELS WITH A NEMA 4X RATING.

CONTRACTOR TO COORDINATE THE LOCATION OF THE JUNCTION BOXES AND DISCONNECTS WITH THE OWNER.
14. ALL CORNERS AND EDGES OF EQUIPMENT RACK SHALL BE ROUNDED AND SMOOTH. ALL CONDUIT

THREADS, THREADED FASTENERS, SAW CUTS, AND DAMAGED FINISHES SHALL BE BRUSH PAINTED
WITH A HEAVY COAT OF ALUMINIZED PAINT. ALL VERTICAL POSTS SHALL BE CAPPED.

15. ALL MOUNTING HARDWARE (BOLTS, WASHERS, NUTS, STRUT, & CLAMPS) SHALL BE STAINLESS
STEEL. PROVIDE NON—CONDUCTIVE SPACERS BETWEEN DISSIMILAR METALS.

EXISTING
CONTROL PANEL

EXISTING CENTRAL
SECURITY PANEL

EXISTING MANUAL
TRANSFER SWITCH

EXISTING
TRANSFORMER

EXISTING
MANUAL
DISCONNECT
SWITCHES

EXISTING
AQUAVX PANEL

EXISTING
AQUAVX PANEL

RELOCATE EXISTING
MANUAL DISCONNECT
SWITCHES TO
OPPOSITE SIDE

REWIRE PUMPS WITH
EXISTING DROPS

EXISTING PUMPS
AND MOTORS

EXISTING SITE CONDITIONS

fin power
]

. % = %;E

EXISTING CONTROL PANEL

EXISTING BREAKER PANEL

MOORE COUNTY PUBLIC WORKS

P.O. BOX 1927

5227 HWY 15-501
CARTHAGE, NC 28327

www.moorecountync.gov

(910) 947-6315
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